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Test Report No. PH 619

Date: 1 September 2004
Client: Harcroft Lighting Pty Ltd
3 Welder Road,

Seven Hills N.S.W. 2147

Subject: Harcroft Lighting Recessed T-Bar Indoor Luminaire Cat. No. TB228-/A19, Incorporating Two
28 W TLS5 Tubular Fluorescent Lamps and a A 19 Diffuser.

Nature of Test: Photometric Performance

Luminaire Description:

Style: Recessed T-Bar

Cat. No.: TB228-Al9

Optical Control: White (gloss) painted internal housing and control gear cover, A 19 diffuser.

Lamp: Two 28 W Sylvania “Luxline Plus” TL5 Tubular Fluorescent Type FHE 28W/T5/840
Rated Luminous Flux: 2 900 lumens per lamp

Control Eqoipment:

Ballast: One Tridonic Cat. No. PC 2/28 T5 PRO, 220-240 V, 50/60 Hz

Test Method

The luminaire was tested generally in accordance with the procedures given in AS 1680.3 - 1991, Measurement,
calculation and presentation of photometric data”.

The intensity values in this report are based on the lamp delivering a total of 1 000 lumens. When using these
values in calculations, the manufacturer’s rated total lumens must be taken into account.

E.gz. Intensity (cd) ¢d/1000 * 5 800
1000

The data specified in this report apply to the luminaire with the components nominated, and will not necessarily
be applicable to the use of other lamp sizes or ratings, nor to any other luminaire of similar design. The data are
based on operation of the luminaire under laboratory conditions. Multiplying factors to correct the data for
actual working conditions should be used when applicable.

Note:  The term "LOR” used in this report denotes the “Light Output Ratio Luminaire (LORL)" as defined in
Clause 1.3.9 of Australian Standard AS 1680.3-1991,
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